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D2 / AE512

00

AE501

1

AE201

00
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1
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AE211

0'-0" = 93.25

FIRST FLOOR

P-01

SCOPE INDICATORS

DRAWING TITLE

DETAIL CALLOUT

DETAIL INDICATOR FOR SMALL CONDITIONS

ELEVATION INDICATOR, EXTERIOR

ELEVATION INDICATOR,
INTERIOR, MULTIPLE VIEW

BUILDING SECTION INDICATOR

SPACE IDENTIFICATION

OPENING INDICATOR

WINDOW INDICATOR

EQUIPMENT INDICATOR

SHEET NOTES

PARTITION TYPE INDICATOR

NORTH ARROW

INDICATES PROJECT NORTH

INDICATES TRUE NORTH

EXISTING

INDICATES COLUMN
LINE DESIGNATION

COLUMN LINE INDICATORS

DRAWING REVISION INDICATOR

EXISTING CONSTRUCTION TO
REMAIN

EXISTING CONSTRUCTION TO BE
REMOVED

NEW CONSTRUCTION

VV ITEM - GOVERNMENT FURNISHED /
GOVERNMENT INSTALLED

VC ITEM - GOVERNMENT FURNISHED /
CONTRACTOR INSTALLED

ELEVATION INDICATOR

WALL FINISH INDICATOR

CC ITEM - CONTRACTOR FURNISHED /
CONTRACTOR INSTALLED

1
View Name
1/8" = 1'-0"

A_4A

Room name

101

TOILET ACCESSORY TAG

XXX

XXX

1

A

NEW

INDICATES COLUMN
LINE DESIGNATION

PLAN
NORTH

ENLARGED EQUIPMENT PLAN INDICATOR

6A / QH101

9' - 0"

1

CEILING HEIGHT INDICATOR

00

AE201

WALL SECTION INDICATOR

ENLARGED EQUIPMENT PLAN
INDICATOR

1A/QH101

DEDUCTIVE ALTERNATE INDICATOR

D1

VA HAS ADOPTED THE LATEST EDITION OF THE FOLLOWING
CODES :

VA DIRECTIVES, DESIGN MANUALS, MASTER SPECIFICATIONS,
VA NATIONAL CAD STANDARD APPLICATION GUIDE, AND
OTHER GUIDANCE ON THE TECHNICAL INFORMATION LIBRARY
(TIL) (HTTP://WWW.CFM.VA.GOV/TIL)

INTERNATIONAL BUILDING CODE (IBC) (SEE NOTE BELOW)

NFPA 101 LIFE SAFETY CODE (SEE NOTE BELOW)

NFPA NATIONAL FIRE CODES  WITH THE EXCEPTION OF NFPA
5000 AND NFPA 900

OCCUPATIONAL, SAFETY AND HEALTH ADMINISTRATION
(OSHA) STANDARDS.

VA SEISMIC DESIGN REQUIREMENTS, H-18-8

NATIONAL ELECTRICAL CODE (NEC)

INTERNATIONAL PLUMBING CODE (IPC)

SAFETY CODE FOR ELEVATORS AND ESCALATORS,
AMERICAN SOCIETY OF MECHANICAL ENGINEERS (ASME) A
17.1.

ASME BOILER AND PRESSURE VESSEL CODE

ASME CODE FOR PRESSURE PIPING

ARCHITECTURAL BARRIERS ACT ACCESSIBILITY STANDARDS
(ABAAS) INCLUDING VA SUPPLEMENT, BARRIER FREE DESIGN
GUIDE (PG-18-13)

BUILDING CODE REQUIREMENTS FOR REINFORCED
CONCRETE, AMERICAN CONCRETE INSTITUTE AND
COMMENTARY (ACI 318)

MANUAL OF STEEL CONSTRUCTION, LOAD AND RESISTANCE
FACTOR DESIGN SPECIFICATIONS FOR STRUCTURAL STEEL
BUILDINGS, AMERICAN INSTITUTE OF STEEL CONSTRUCTION
(AISC)

ENERGY POLICY ACT OF 2005 (EPACT)

DOE INTERIM FINAL RULE: ENERGY CONSERVATION
STANDARDS FOR NEW FEDERAL, COMMERCIAL AND MULTI-
FAMILY HIGH-RISE RESIDENTIAL BUILDINGS AND NEW LOW-
RISE RESIDENTIAL BUILDINGS, 10 CFR PARTS 433, 434 AND
435.

FEDERAL LEADERSHIP IN HIGH PERFORMANCE AND
SUSTAINABLE BUILDINGS: MEMORANDUM OF
UNDERSTANDING (MOU)

EXECUTIVE ORDER 13423: STRENGTHENING FEDERAL
ENVIRONMENTAL, ENERGY, AND TRANSPORTATION
MANAGEMENT.

THE PROVISIONS FOR CONSTRUCTION AND SAFETY SIGNS.
STATED IN THE GENERAL REQUIREMENTS SECTION 01010 OF
THE VA MASTER CONSTRUCTION SPECIFICATION.

VENTILATION FOR ACCEPTABLE INDOOR AIR QUALITY –
ASHRAE STANDARD 62.1- 2004.

SAFETY STANDARD FOR REFRIGERATION SYSTEMS –
ASHRAE STANDARD 15 – 2007.

NOTE:

DESIGNS SHALL COMPLY WITH THE REQUIREMENTS OF THE
2012 EDITION OF NFPA 101 AND DOCUMENTS REFERENCED
THEREIN.  DESIGN FEATURES NOT ADDRESSED BY NFPA 101
OR DOCUMENTS REFERENCED THEREIN SHALL COMPLY
WITH THE REQUIREMENTS OF THE 2012 EDITION OF THE IBC
OR AS OTHERWISE ADDRESSED ABOVE IN THIS PROGRAM
GUIDE.  FOR DESIGN FEATURES THAT ARE ADDRESSED BY
BOTH THE IBC AS WELL AS NFPA 101 OR A DOCUMENT
REFERENCED BY NFPA 101, THE REQUIREMENTS OF NFPA
101 OR THE DOCUMENT REFERENCED BY NFPA 101 SHALL BE
USED EXCLUSIVELY (THIS APPLIES EVEN IF THE IBC
REQUIREMENTS ARE DIFFERENT).

DEDUCTIVE ALTERNATE NO 1:

DEDUCT ALL INTERIOR RENOVATIONS TO MENS 1E136 AND WOMENS 1E104

PUBLIC TOILETS AND LEAVE AS IS.

DEDUCTIVE ALTERNATE NO 2:

DEDUCT ALL EXTERIOR SITE WORK AND LEAVE AS IS.

DEDUCTIVE ALTERNATE NO 3:

DEDUCT ALL NEW INTERIOR DOORS IN EXISTING FRAMES IN THE EYE CLINIC AREA

AND LEAVE EXISTING DOORS AS IS.

DEDUCTIVE ALTERNATE NO 4:

DEDUCT ALL NEW DECORATIVE CEILING MOUNTED PANELS WITHIN THE LOBBYT

AREAS.

DEDUCTIVE ALTERNATE NO 5:

DEDUCT AWNINGS AND ACCENT LIGHTING AN THE RENOVATED COFFEE SHOP AND

VENDING AREA.

DEDUCTIVE ALTERNATE NO 6:

DEDUCT ALL EPOXY TERRAZZO IN PUBLIC CORRIDORS AND WAITING AREAS AND

REPLACE WITH LARGE FORMAT, WATER JET CUT PORCELAIN TILE FLOORING IN A

PATTERN SIMULAR TO EPOXY FLOORING DESIGN.

DEDUCTIVE ALTERNATE NO 7:

DEDUCT REPLACING LIGHT FIXTURES IN EYE CLINC EXCEPT FOR AREAS

EFFECTED BY THE ARCHITECTURAL SCOPE.

DEDUCTIVE ALTERNATE NO8:

DEDUCT ALL INTERIOR FINISH RENOVATIONS WITHIN THE EYE CLINIC EXCEPT FOR

THE FINISHES REQUIRED FOR THE RECONFIGURATION OF NEW WALLS, CEILINGS,

FLOORS, AND DOORS. PATCH IN NEW FINISHES AS REQUIRED TO TRANSITION

SMOOTHLY WITH EXISTING.

DEDUCTIVE ALTERNATE NO 9:

DEDUCT ALL NEW WORK WITHIN THE EXISTING POLICE AREA AND LEAVE AS IS.

DEDUCTIVE ALTERNATES
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CONSTRUCTION DOCUMENTS SUBMISSION

IMPROVE OUTPATIENT SPECIALTY

CLINIC SUPPORT AREAS
PROJECT INFORMATION SHEET

LITTLE ROCK,  AR

598-13-107

1

GI002
2015.03.06 WHITE WHITESIDE

CENTRAL ARKANSAS

VETERANS AFFAIRS

HEALTHCARE

SYSTEM

1432

SAB SOUND ATTENUATION BLANKET

SCH,
SCHD

SCHEDULE, SCHEDULED

SD SOAP DISPENSER

SECT SECTION

SF, SQ. FT. SQUARE FEET, SQUARE FOOT

SHT SHEET

SMS SHEET METAL SCREW

SPEC,
SPECS

SPECIFICATIONS, SPECIFIED

SSTL STAINLESS STEEL

STC SOUND TRANSMISSION CLASSIFICATION

STL STEEL

STOR STORE, STORAGE

STR,
STRUCT

STRUCTURE, STRUCTURAL

SUSP SUSPENDED

T

TELE TELEPHONE

TELECOM
M

TELECOMMUNICATIONS

THD THRESHOLD

TLT, TOIL TOILET

TYP TYPICAL

U

UNO UNLESS NOTED OTHERWISE

V

VC GOVERNMENT FURNISHED, CONTRACTOR
INSTALLED

VCT VINYL COMPOSITION TILE

VENT VENTILATION

VERT VERTICAL

VV GOVERNMENT FURNISHED,
GOVERNMENT INSTALLED

W

W/ WITH

WD WOOD

WP WALL PROTECTION

N

NA NOT APPLICABLE

NIC NOT IN CONTRACT

NO, NUM NUMBER

O

O.C. ON CENTER

O.D. OUTSIDE DIAMETER

OH OVERHEAD

OPNG OPENING

P

P PAINT

PAF POWDER ACTUATED FASTENER

PART PARTIAL

PEMB PRE-ENGINEERED METAL BUILDING

PL PLATE

PLAM PLASTIC LAMINATE

PLUMB PLUMBING

PLYWD PLYWOOD

PNL PANEL

PRESS PRESSURE

PSF POUNDS PER SQUARE FOOT

PSI POUNDS PER SQUARE INCH

PT PRESSURE TREATED

PTN, PTNS PARTITION, PARTITIONS

R

RA RETURN AIR

RAD RADIUS

RCP REFLECTED CEILING PLAN

RD ROUND

REC,
REC'D

RECEIVED

RECP RECEPTACLE

REINF REINFORCED, REINFORCING

REQ REQUIRED

RM ROOM

S

S.J. SCORE JOINT

SA SUPPLY AIR

H

HB HOSE BIBB

HC HANDICAP

HDW HARDWARE

HEWC HANDICAP ELECTRIC WATER COOLER

HGT HEIGHT

HM HOLLOW METAL

HR HOUR

HRS HOURS

HT HEIGHT

HTG HEATING

HTR HEATER

HW HOT WATER

I

I.D. INSIDE DIAMETER

IN INCH, INCHES

INSUL INSULATED, INSULATION

INT INTERIOR

J

JB JUNCTION BOX

JCT JUNCTION

JT JOINT

L

L LONG; LENGTH

LB POUNDS

LP LIGHTING PANEL

LTG LIGHTING

M

MAINT MAINTAIN, MAINTENANCE

MAX MAXIMUM

MECH MECHANCIAL

MIN MINIMUM

MISC MISCELLANEOUS

MO MASONRY OPENING

MT METAL THRESHOLD

MTD MOUNTED

MTG MOUNTING

MTL METAL

DIFF DIFFERENCE

DIM DIMENSION

DN DOWN

DR DOOR

DS DOWNSPOUT

DWG DRAWING

E

EA EACH

EF EXHAUST FAN

ELEC ELECTRIC, ELECTRICAL

ELEV ELEVATION

ELEVS ELEVATIONS

EQUIP EQUIPMENT

EVTR ELEVATOR

EWC ELECTRIC WATER COOLER

EXH EXHAUST

EXIST EXISTING

EXP JT EXPANSION JOINT

EXT EXTERIOR

F

F.O. FACE OF

FA FIRE ALARM

FD FLOOR DRAIN

FE FIRE EXTINGUISHER

FEC FIRE EXTINGUISHER CABINET

FIN FINISH

FL,FLR FLOOR

FR FROM

FRT FIRE RETARDANT

FT FEET, FOOT

FTG FOOTING

G

G.P.H. GALLONS PER HOUR

G.P.M. GALLONS PER MINUTE

GA GAGE

GAL GALLON, GALLONS

GALV GALVANIZED

GL, GLAZ GLAZED, GLAZING

GND GROUND

GOV'T GOVERNMENT

GR GRILLE

GYP BD,
GYP, GWB

GYPSUM WALL BOARD

A

A.O. ACCESS OPENING

ABA ARCHITECTURAL BARRIERS ACT

AC AIR CONDITIONING

ACMU ARCHITECTURAL CONCRETE MASONRY
UNITS

ACT SUSPENDED ACOUSTICAL CEILING TILE

ADA AMERICANS WITH DISABILITIES ACT

AHU AIR HANDLING UNIT

ALT ALTERNATE, ALTERNATIVE

ALUM ALUMINUM

AP CEILING ACCESS PANEL

APPROX APPROXIMATE, APPROXIMATELY

ARCH ARCHITECT, ARCHITECTURAL

AV AUDIO-VISUAL

B

BD BOARD

BLDG BUILDING

BM BEAM

BOT, BTM BOTTOM

BRG BEARING

C

CAB, CABT CABINET

CAP CAPACITY

CC CONTRACTOR FURNISHED, CONTRACTOR
INSTALLED

CCTV CLOSED CIRCUIT TELEVISION

CEM CEMENT, CEMENTITIOUS

CIRC CIRCULATING, CIRCULAR

CJ CONTROL JOINT

CLG CEILING

CLM, COL COLUMN

CMU CONCRETE MASONRY UNIT

CO CLEAN OUT

CONC CONCRETE

CONN CONNECTION

CONT CONTINUOUS

CT CERAMIC / PORCELAIN TILE

CTB CERAMIC / PORCELAIN TILE BASE

D

DET DETAIL

DIA DIAMETER

DIFF DIFFUSER

NOT ALL ABBREVIATIONS SHOWN ARE USED

DRAFTING SYMBOLS

STANDARD ABBREVIATIONS

PROJECT INFORMATION

PROJECT INFORMATION:

IMPROVE OUTPATIENT SPECIALTY CLINIC SUPPORT AREAS
CENTRAL ARKANSAS VETERANS AFFAIRS HEALTHCARE SYSTEM
JOHN L. McCLELLAN MEMORIAL VETERANS HOSPITAL
LITTLE ROCK, ARKANSAS

CONTRACT NUMBER:  VA-256-12-D-0332
PROJECT NUMBER: 598-13-107

PROJECT INFORMATION:

THIS PROJECT WILL BE REMODELING 37,842 SQUARE FEET OF
EXISTING SPACE AT THE JOHN L. McCLELLAN MEMORIAL VETERANS
HOSPITAL.

BUILDING SUMMARY:

GROSS AREA: 37,842 SF

MAIN USE:  HEALTHCARE
SECONDARY USES:  ASSEMBLY; BUSINESS

APPLICABLE CODES

1 ADDENDUM #1 2015-07-16
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3C

AE512

3A

AE512

3A

AE512

4D

AE510

NEW UNRATED PARTITION

EXISTING 1 HOUR FIRE BARRIER

EXISTING 2 HOUR FIRE BARRIER

EXISTING SMOKE BARRIER

EXISTING UNRATED PARTITION

NEW 1 HOUR FIRE BARRIER

NEW 2 HOUR FIRE BARRIER

NEW SMOKE BARRIER

CONTRACT LIMIT

MATCHLINE

WALL PROTECTION  - HAND RAIL & CRASH RAIL

WALL PROTECTION  - CORNER GUARD
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CONSTRUCTION DOCUMENTS SUBMISSION

IMPROVE OUTPATIENT SPECIALTY

CLINIC SUPPORT AREAS
NEW CONSTRUCTION FLOOR PLAN -

ZONE 1

LITTLE ROCK,  AR

598-13-107

1

AE101
2015.03.06 WHITE WHITESIDE

CENTRAL ARKANSAS

VETERANS AFFAIRS

HEALTHCARE

SYSTEM

14329

SCALE: 1/8" = 1'-0"

0 4' 8' 16'

 1/8" = 1'-0"6E
FLOOR PLAN - ZONE 1

GENERAL NOTES

KEY PLAN

PROJECT AREA

LEVEL 1 F.F.E.: 398.00'

37,842 S.F.

PLAN
NORTH

ZONE 1

PROJECT TOTAL:

1 DEPICTION OF EXISTING CONDITIONS BASED ON
OWNER-FURNISHED DOCUMENTS AND LIMITED FIELD
OBSERVATIONS.  EXISTING ELEMENTS AND CONDITIONS
CONCEALED BY IN-PLACE EQUIPMENT AND FINISHES WERE NOT
OBSERVED OR INVESTIGATED.  ONCE CUTTING AND SELECTIVE
DEMOLITION WORK IS COMPLETE, REPORT ANY CONFLICTS TO
ARCHITECT.  THE CONTRACTOR SHALL MAKE ADJUSTMENTS
AND/OR ALTERATIONS AS NECESSARY TO INSTALL COMPLETE
AND OPERABLE SYSTEMS IN ACCORDANCE WITH THE CODES
HAVING JURISDICTION AT NO ADDITIONAL COST TO THE
GOVERNMENT.

2 REFER TO SHEET GI002 ABBREVIATIONS AND EQUIPMENT
SCHEDULE FOR EQUIPMENT PROCUREMENT AND INSTALLATION
RESPONSIBILITY DESIGNATIONS.

3 CONTRACTOR SHALL PROVIDE ALL BLOCKING REQUIRED TO
ANCHOR ALL WALL AND CLG MOUNTED ITEMS, INCLUDING BUT
NOT LIMITED TO TOILET ROOM ACCESSORIES, MILLWORK,
CASEWORK, HANDRAILS, DOOR STOPS ETC.

4 IN NEW GYPSUM WALL BOARD PARTITIONS, PROVIDE  CONTROL
JOINTS AT 30'-0" O.C. MAX.

5 REFER TO SHEET GI003 FOR PARTITION SCHEDULE AND
GENERAL PARTITION TYPE NOTES.

6 REFER TO QH100 SERIES FOR ENLARGED FLOOR PLAN VIEWS
INCLUDING MEDICAL EQUIPMENT.

7 REFER TO FIRE PROTECTION LIFE SAFETY DRAWINGS (GI100
SERIES) FOR SCOPE OF RATED WALL CONSTRUCTION, SMOKE
PARTITIONS, EGRESS AND EXIT DISCHARGE INFORMATION.

8 PARTITION TYPES AS NOTED BY THE SYMBOL CONTINUE
BETWEEN ROOM/SPACE CORNERS OR ANY INTERSECTING
PARTITION.

9 DIFFERING PARTITION TYPES SHALL ALIGN SO THAT WALL
PLANES CONTINUE UNBROKEN WITHIN/ACROSS ROOMS AND/OR
SPACES.

10 REFER TO AE600 SERIES DRAWINGS FOR DOOR & SIDELIGHT
SCHEDULES.

11 ALL PENETRATIONS THROUGH RATED FLOOR/CEILING
ASSEMBLIES AND THROUGH FIRE RATED WALL AND SMOKE
BARRIER ASSEMBLIES - THOSE CREATED BY REMOVAL OF
DEMOLISHED ITEMS UNDER THIS CONTRACT AND THOSE
DISCOVERED DURING CONSTRUCTION UNDER THIS CONTRACT
AS A RESULT OF PREVIOUS WORK AND THOSE CREATED BY NEW
WORK UNDER THIS CONTRACT - MUST BE SEALED AS PART OF
THIS CONTRACT.  ALL RATED SEPARATIONS MUST MEET
CURRENT CODE REQUIREMENTS.

12 REFER TO SHEET AE510 FOR WALL PROTECTION (WP) DETAILS.

13 REFER TO INTERIOR DESIGN DRAWINGS (IN SERIES) FOR
INTERIOR FINISHES AND SIGNAGE.

14 REFER TO EQUIPMENT DRAWINGS (QH SERIES) FOR ENLARGED
FLOOR PLANS AND PROPOSED EQUPMENT.
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CONSTRUCTION DOCUMENTS SUBMISSION

IMPROVE OUTPATIENT SPECIALTY

CLINIC SUPPORT AREAS
NEW CONSTRUCTION FLOOR PLAN -

ZONE 2

LITTLE ROCK,  AR

598-13-107

1

AE102
2015.03.06 WHITE WHITESIDE

CENTRAL ARKANSAS

VETERANS AFFAIRS

HEALTHCARE

SYSTEM

14330

 1/8" = 1'-0"6E
PARTIAL FLOOR PLAN - ZONE 2

KEY PLAN

PROJECT AREA

LEVEL 1 F.F.E.: 398.00'

37,842 S.F.

PLAN
NORTH

ZONE 2

PROJECT TOTAL:
SCALE: 1/8" = 1'-0"

0 4' 8' 16'

GENERAL NOTES

1 DEPICTION OF EXISTING CONDITIONS BASED ON
OWNER-FURNISHED DOCUMENTS AND LIMITED FIELD
OBSERVATIONS.  EXISTING ELEMENTS AND CONDITIONS
CONCEALED BY IN-PLACE EQUIPMENT AND FINISHES WERE NOT
OBSERVED OR INVESTIGATED.  ONCE CUTTING AND SELECTIVE
DEMOLITION WORK IS COMPLETE, REPORT ANY CONFLICTS TO
ARCHITECT.  THE CONTRACTOR SHALL MAKE ADJUSTMENTS
AND/OR ALTERATIONS AS NECESSARY TO INSTALL COMPLETE
AND OPERABLE SYSTEMS IN ACCORDANCE WITH THE CODES
HAVING JURISDICTION AT NO ADDITIONAL COST TO THE
GOVERNMENT.

2 REFER TO SHEET GI002 ABBREVIATIONS AND EQUIPMENT
SCHEDULE FOR EQUIPMENT PROCUREMENT AND INSTALLATION
RESPONSIBILITY DESIGNATIONS.

3 CONTRACTOR SHALL PROVIDE ALL BLOCKING REQUIRED TO
ANCHOR ALL WALL AND CLG MOUNTED ITEMS, INCLUDING BUT
NOT LIMITED TO TOILET ROOM ACCESSORIES, MILLWORK,
CASEWORK, HANDRAILS, DOOR STOPS ETC.

4 IN NEW GYPSUM WALL BOARD PARTITIONS, PROVIDE  CONTROL
JOINTS AT 30'-0" O.C. MAX.

5 REFER TO SHEET GI003 FOR PARTITION SCHEDULE AND
GENERAL PARTITION TYPE NOTES.

6 REFER TO QH100 SERIES FOR ENLARGED FLOOR PLAN VIEWS
INCLUDING MEDICAL EQUIPMENT.

7 REFER TO FIRE PROTECTION LIFE SAFETY DRAWINGS (GI100
SERIES) FOR SCOPE OF RATED WALL CONSTRUCTION, SMOKE
PARTITIONS, EGRESS AND EXIT DISCHARGE INFORMATION.

8 PARTITION TYPES AS NOTED BY THE SYMBOL CONTINUE
BETWEEN ROOM/SPACE CORNERS OR ANY INTERSECTING
PARTITION.

9 DIFFERING PARTITION TYPES SHALL ALIGN SO THAT WALL
PLANES CONTINUE UNBROKEN WITHIN/ACROSS ROOMS AND/OR
SPACES.

10 REFER TO AE600 SERIES DRAWINGS FOR DOOR & SIDELIGHT
SCHEDULES.

11 ALL PENETRATIONS THROUGH RATED FLOOR/CEILING
ASSEMBLIES AND THROUGH FIRE RATED WALL AND SMOKE
BARRIER ASSEMBLIES - THOSE CREATED BY REMOVAL OF
DEMOLISHED ITEMS UNDER THIS CONTRACT AND THOSE
DISCOVERED DURING CONSTRUCTION UNDER THIS CONTRACT
AS A RESULT OF PREVIOUS WORK AND THOSE CREATED BY NEW
WORK UNDER THIS CONTRACT - MUST BE SEALED AS PART OF
THIS CONTRACT.  ALL RATED SEPARATIONS MUST MEET
CURRENT CODE REQUIREMENTS.

12 REFER TO SHEET AE510 FOR WALL PROTECTION (WP) DETAILS.

13 REFER TO INTERIOR DESIGN DRAWINGS (IN SERIES) FOR
INTERIOR FINISHES AND SIGNAGE.

14 REFER TO EQUIPMENT DRAWINGS (QH SERIES) FOR ENLARGED
FLOOR PLANS AND PROPOSED EQUPMENT.
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INTERIOR ELEVATIONS - ZONE 2
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598-13-107

1

AE503
2015.03.06 WASHINGTON WHITESIDE

CENTRAL ARKANSAS

VETERANS AFFAIRS

HEALTHCARE

SYSTEM

14340

 3/8" = 1'-0"1E
1C125 - EAST

 3/8" = 1'-0"3E
1C133 - NORTH

 3/8" = 1'-0"4E
1C130B - EAST

 3/8" = 1'-0"5E
1C130B - SOUTH

 3/8" = 1'-0"6E
1C130B - WEST

 3/8" = 1'-0"1D
1C121 - EAST

 3/8" = 1'-0"2D
1C121 - SOUTH

 3/8" = 1'-0"3D
1C119 - EAST

SCALE: 3/8" = 1'-0"

0 1'-4" 2'-8" 5'-4"

 3/8" = 1'-0"4D
1C115 - SOUTH

 3/8" = 1'-0"5D
1C131A - WEST

 3/8" = 1'-0"6D
1C131A - SOUTH

GENERAL NOTES

 3/8" = 1'-0"6C
VENDING LOBBY ELEVATION

1 ADDENDUM #1 2015-07-16

 3/8" = 1'-0"3C
1C117 - WEST

 3/8" = 1'-0"3A
1C172 - EAST

 3/8" = 1'-0"2A
1C172 - SOUTH

 3/8" = 1'-0"2C
1C172 - WEST
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 3/8" = 1'-0"1E
1E105 -  NORTH

 3/8" = 1'-0"3E
1E105 - EAST

 3/8" = 1'-0"4E
1E105 - SOUTH

 3/8" = 1'-0"6E
1A123 - EAST

 3/8" = 1'-0"1D
1A123 - NORTH

 3/8" = 1'-0"3D
1A123 - WEST

 3/8" = 1'-0"4D
1E113 - EAST

 3/8" = 1'-0"6D
1E113 - SOUTH

SCALE: 3/8" = 1'-0"

0 1'-4" 2'-8" 5'-4"

GENERAL NOTES

1 ADDENDUM #1 2015-07-16

 3/8" = 1'-0"6C
1E102 - WEST
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IMPROVE OUTPATIENT SPECIALTY

CLINIC SUPPORT AREAS
ENLARGED EQUIPMENT PLANS

LITTLE ROCK,  AR

598-13-107

1

QH101
2015.03.06 WHITE WHITESIDE

CENTRAL ARKANSAS

VETERANS AFFAIRS

HEALTHCARE

SYSTEM

14360

 1/4" = 1'-0"5B

ENLARGED EQUIPMENT PLAN -

POLICE STATION

 1/4" = 1'-0"4C
ENLARGED EQUIPMENT PLAN - SHARED WAITING ROOM

EQUIPMENT SCHEDULE

 1/4" = 1'-0"6B

ENLARGED EQUIPMENT PLAN -

DERMATOLOGY NURSE STATIONS

 1/4" = 1'-0"6E

ENLARGED EQUIPMENT PLAN -

DERMATOLOGY CLEAN & SOILID

UTILITY ROOMS

 1/4" = 1'-0"6D

ENLARGED EQUIPMENT PLAN -

DERM PHOTOTHEROPY ROOM
 1/4" = 1'-0"5D

ENLARGED EQUIPMENT PLAN -

TYPICAL DERM EXAM ROOM

 1/4" = 1'-0"3E

ENLARGED EQUIPMENT PLAN -

BREAK / LOCKER ROOM

 1/4" = 1'-0"6A

ENLARGED EQUIPMENT PLAN -

DERMATOLOGY LAB
 1/4" = 1'-0"4A

ENLARGED EQUIPMENT PLAN -

TELEDERM ROOM

 1/4" = 1'-0"5E

ENLARGED EQUIPMENT PLAN -

DERM PROCEDURE ROOM
 1/4" = 1'-0"4E

ENLARGED EQUIPMENT PLAN -

DERM TLT, HAC, & STORAGE

SCALE: 1/4" = 1'-0"

0 2' 4' 8'
KEY PLAN

PROJECT AREA

LEVEL 1 F.F.E.: 398.00'

37,842 S.F.

PLAN
NORTH

ZONE 1

PROJECT TOTAL:

MARK DESCRIPTION
JSN ACQ/INS
ASSIGNMENT

TA-TOILET ACCESSORY

GB-36 A5109 GRAB BAR, 36", 1.25 IN DIA., SS, 2 WALL, W-C ACCESSIBLE CC

GB-42 A5109 GRAB BAR, 42", 1.25 IN DIA., SS, 2 WALL, W-C ACCESSIBLE CC

HK-1 A5145 HOOK; GARMENT; DOUBLE; SS; SURFACE MOUNTED CC

MR-1 A1066 MIRROR, FLOAT GLASS, WITH SS FRAME CC

PTD-1 A5080 DISPENSER; PAPER TOWEL; SS; SURFACE MOUNTED CC

SD-1 A5075 DISPENSER; SOAP; DISPOSABLE VV

SLF-1 A5135 SHELF; UTILITY W/ MOP/BROOM HOLDERS; SS; SURF MNTD CC

SLF-2 A5165 SHELF; 5 DEPTH; SS; SURFACE MOUNTED CC

TPD-1 A5200 DISPENSER; TOILET TISSUE; SS; 2-ROLL; SURFACE MNTD CC

MARK DESCRIPTION
JSN ACQ/INS
ASSIGNMENT

A-ARCHITECTURAL

A1035 LOCKER; TRIPLE TIER VV

A1200 LIFT SYSTEM, OVERHEAD, PATIENT ROOM CC

A5020 BENCH; LOCKER ROOM; FLOOR MOUNTED VV

A5106 WASTE DISPOSAL UNIT; SHARPS W/ GLOVE DISPENSER VV

A5162 SHELF; FOLD DOWN; STAINLESS STEEL CC

A5180 TRACK, SHOWER, SURFACE MOUNTED, WITH CURTAIN CC

C-FIXED CASEWORK

CD040 CABINET; W/H; 2 SHELF; 2 DO; SLOPING TOP; 36X22X42 CC

E-MODULAR CASEWORK

E0120 WORKSTATION, STRAIGHT, FREE STANDING, 60" W VV

E0210 WORKSURFACE; W/OVERHEAD CAB; WALL MTD; 48 W VV

E0214 WORKSURFACE; W/OVERHEAD CAB; WALL MTD; 60 W VV

E0945 CART; COMPUTER; MOBILE; 36H X 32W X 22D VV

F-FURNITURE AND FURNISHINGS

F0120 BOOKCASE; EXECUTIVE; 3 SHELF; WOOD VV

F0205 CHAIR, SIDE WITH ARMS VV

F0210 CHAIR; SIDE; WITHOUT ARMS VV

F0225 CHAIR; DINING ROOM VV

F0280 CHAIR, SWIVEL, LOW BACK VV

F0305 CHAIR; WAITING ROOM; SINGLE VV

F0310 CHAIR; WAITING ROOM; TANDEM VV

F0340 STOOL; SELF ADJUSTING VV

F0405 CABINET; FILING; FILING; FULL HEIGHT; 4-5 DRAWER VV

F0535 CART; UTILITY VV

F0740 TABLE, OCCASIONAL, LAMP VV

F0795 TABLE, DINING 36" DIA. VV

F2000 BASKET; WASTEPAPER; ROUND; METAL VV

F2017 WASTE RECEPTACLE; 24 GAL VV

F2300 RACK; MAGAZINE; WALL MOUNTED VV

F3010.1 BOARD; BULLETIN 36 WIDE VV

F3025.1 BOARD; BULLETIN; WOOD FRAMED VV

F3025.2 BOARD; BULLETIN; WOOD FRAMED VV

K-KITCHEN EQUIPMENT

K1140 CABINET, REFRIGERATED, MOBILE VV

K1552 BREWER; COFFEE; AUTO; ELECT; 3 BURNER; FRONT/BACK VV

K4660 OVEN; MICROWAVE; HEAVY DUTY; 1000 WATTS VV

L-LABORATORY EQUIPMENT

L0075 MICROSCOPE, STEREO, PHOTOGRAPHIC, DESK TOP VV

M-MISCELLANEOUS

M0512 TELEVISION; HDTV; LARGE SCREEN; 60 VV

M1801 COMPUTER WITH FLAT PANEL MONITOR VV

M1840 PRINTER/COPIER/FAX COMBINATION VV

M2050 SHELVING; STORAGE; 75H X 36W X 14D VV

M3070 HAMPER; LINEN; MOBILE; W/LID VV

M3074 CART; LINEN; MOBILE; W/LID VV

M3085 CABINET; INSTRUMENT CC

M3150 DISTRIBUTION SYSTEM; MEDICATION; AUTOMATIC VV

M3185.1 ELECTROSURGICAL UNIT, MONOPOLAR, WALL MOUNTED VV

M3185.2 ELECTRO-SURGICAL UNIT, MOBILE VV

M4100 SPHYGMOMANOMETER; WALL MOUNTED VV

M4200 OTOSCOPE / OPHTHALMOSCOPE; WALL MOUNTED VV

M4705 WHEELCHAIR, PATIENT TRANSPORT, FOLDING VV

M4915 CHAIR, EXAM/TREATMENT, ENT, W/ADJUSTABLE LIGHT VV

M7405 LIGHT, EXAM, CEILING MOUNTED CC

M8190 BOOTH; TREATMENT; ULTRAVIOLET VV

M8830 TABLE; TINSTRUMENT VV

M9066 TABLE, EXAMINATION, TREATMENT, ELECTRO/HYDRAULIC VV

R-REFRIGERATION

R6200 REFRIGERATOR; U/C OR F/S; 5 CU FT VV

TOILET ACCESSORIES

GENERAL NOTES
1 GRAPHICLY REPRESENTED EQUIPMENT IS FOR REFERENCE ONLY AND MAY NOT

DEPECT THE EXACT VA OR CONTRACTOR MODEL TYPE SELECTED

2 REFERENCE SHEET GI003 FOR THE 'EQUIPMENT MOUNTING LEGEND'. EQUIPMENT
MOUNTING LEGEND INDICATES HEIGHTS FROM FLOOR AND OFFSETS FROM WALLS
OF EQUIPMENT AND TOILET ACCESSORIES TO BE INSTALLED UNO.

3 REFERENCE INTERIORS FOR FINISH SCHEDULES FOR WALLS, WALL PROTECTION,
FLOOR FINISHES, COUNTERTOPS AND CASEWORK.

4 REFERENCE SHEET AE512 FOR TYPICAL CABINET SECTIONS AND DETAILS

5 ALL COUNTERTOPS TO BE 25" DEEP UNO.

6 PROVIDE FINISH PANEL(ING) ON ALL EXPOSED SIDES AND BACKS OF BASE AND
WALL CABINETS, UNO.

7 ALL DRAWERS AND CABINETS PATIENTS HAVE ACCESS TO NEED TO BE LOCKABLE

1 ADDENDUM #1 2015-07-16
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CONSTRUCTION DOCUMENTS SUBMISSION

IMPROVE OUTPATIENT SPECIALTY

CLINIC SUPPORT AREAS
ENLARGED EQUIPMENT PLANS

LITTLE ROCK,  AR

598-13-107

1

QH103
2015.03.06 WHITE WHITESIDE

CENTRAL ARKANSAS

VETERANS AFFAIRS

HEALTHCARE

SYSTEM

14362

 1/4" = 1'-0"6B

ENLARGED EQUIPMENT PLAN -

PATIENT REP

 1/4" = 1'-0"5D

ENLARGED EQUIPMENT PLAN -

VOLUNTEER SERVICE LOUNGE

 1/4" = 1'-0"5C

ENLARGED EQUIPMENT PLAN -

VOLUNTEER SERVICE OFFICES

 1/4" = 1'-0"5B

ENLARGED EQUIPMENT PLAN - VS

SUPPLY & SLEEP RM

 1/4" = 1'-0"6F

ENLARGED EQUIPMENT PLAN -

VOLUNTEER SERVICE HAC

 1/4" = 1'-0"4D
ENLARGED EQUIPMENT PLAN - ATRIUM

 1/4" = 1'-0"6D

ENLARGED EQUIPMENT PLAN -

PATIENT ED. RESOURCE CENTER

 1/4" = 1'-0"5F

ENLARGED EQUIPMENT

PLAN - CBO OFFICE
SCALE: 1/4" = 1'-0"

0 2' 4' 8'KEY PLAN

PROJECT AREA

LEVEL 1 F.F.E.: 398.00'

37,842 S.F.

PLAN
NORTH

ZONE 2

PROJECT TOTAL:

EQUIPMENT SCHEDULE

TOILET ACCESSORIES

MARK DESCRIPTION
JSN ACQ/INS
ASSIGNMENT

A-ARCHITECTURAL

A5075 DISPENSER, SOAP DISPOSALBE VV

A6030.1 VENDING MACHINE, DRINKS VV

A6030.2 VENDING MACHINE, SNACKS VV

C-FIXED CASEWORK

C03P0 CABINET; U/C/B; 2 DR; 36HX30WX22D CC

E-MODULAR CASEWORK

E0210 WORKSURFACE; W/OVERHEAD CAB; WALL MTD; 48 W VV

E0214 WORKSURFACE; W/OVERHEAD CAB; WALL MTD; 60 W VV

E0903 LOCKER; SUPPLY W/ SHELVES; WALL MTD., 80H X 23W X 20D VV

F-FURNITURE AND FURNISHINGS

F0120 BOOKCASE; EXECUTIVE; 3 SHELF; WOOD VV

F0190 CHAIR; TABLET ARM VV

F0205 CHAIR, SIDE WITH ARMS VV

F0280 CHAIR, SWIVEL, LOW BACK VV

F0305 CHAIR; WAITING ROOM; SINGLE VV

F0340 STOOL; SELF ADJUSTING VV

F0500 CART; JANITOR'S VV

F0795 TABLE, DINING 36" DIA. VV

F0820 TABLE, DINING 24" DIA. VV

F2000 BASKET; WASTEPAPER; ROUND; METAL VV

F3010.1 BOARD; BULLETIN 36 WIDE VV

F3050 WHITEBOARD; DRY ERASE VV

F3060 WHITEBOARD; PROJECTION SCREEN COMBONATION VV

K-KITCHEN EQUIPMENT

K1140 CABINET, REFRIGERATED, MOBILE VV

K1552 BREWER; COFFEE; AUTO; ELECT; 3 BURNER; FRONT/BACK VV

K4660 OVEN; MICROWAVE; HEAVY DUTY; 1000 WATTS VV

M-MISCELLANEOUS

M0512 TELEVISION; HDTV; LARGE SCREEN; 60 VV

M1801 COMPUTER WITH FLAT PANEL MONITOR VV

M1840 PRINTER/COPIER/FAX COMBINATION VV

M7401 LIGHT; EXAM; MOBILE; SPOTLIGHT; MOBILE STAND VV

MARK DESCRIPTION
JSN ACQ/INS
ASSIGNMENT

TA-TOILET ACCESSORY

HK-1 A5145 HOOK; GARMENT; DOUBLE; SS; SURFACE MOUNTED CC

MR-1 A1066 MIRROR, FLOAT GLASS, WITH SS FRAME CC

PTD-1 A5080 DISPENSER; PAPER TOWEL; SS; SURFACE MOUNTED CC

SD-1 A5075 DISPENSER; SOAP; DISPOSABLE VV

SLF-1 A5135 SHELF; UTILITY W/ MOP/BROOM HOLDERS; SS; SURF MNTD CC

GENERAL NOTES
1 GRAPHICLY REPRESENTED EQUIPMENT IS FOR REFERENCE ONLY AND MAY NOT

DEPECT THE EXACT VA OR CONTRACTOR MODEL TYPE SELECTED

2 REFERENCE SHEET GI003 FOR THE 'EQUIPMENT MOUNTING LEGEND'. EQUIPMENT
MOUNTING LEGEND INDICATES HEIGHTS FROM FLOOR AND OFFSETS FROM WALLS
OF EQUIPMENT AND TOILET ACCESSORIES TO BE INSTALLED UNO.

3 REFERENCE INTERIORS FOR FINISH SCHEDULES FOR WALLS, WALL PROTECTION,
FLOOR FINISHES, COUNTERTOPS AND CASEWORK.

4 REFERENCE SHEET AE512 FOR TYPICAL CABINET SECTIONS AND DETAILS

5 ALL COUNTERTOPS TO BE 25" DEEP UNO.

6 PROVIDE FINISH PANEL(ING) ON ALL EXPOSED SIDES AND BACKS OF BASE AND
WALL CABINETS, UNO.

7 ALL DRAWERS AND CABINETS PATIENTS HAVE ACCESS TO NEED TO BE LOCKABLE

 1/4" = 1'-0"4F

ENLARGED EQUIPMENT PLAN -

SOILED UTIL.
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 1/4" = 1'-0"6B

ENLARGED EQUIPMENT PLAN -

CONF. RM
 1/4" = 1'-0"5B
ENLARGED EQUIPMENT PLAN - STAFF OFFICE

 1/4" = 1'-0"3D

ENLARGED EQUIPMENT

PLAN-SCREENING RM NO. 1

 1/4" = 1'-0"2C

EQUIP - EYE

BREAK/LOCKER
 1/4" = 1'-0"3E

ENLARGED EQUIPMENT PLAN -

SCREENING RM NO. 2

 1/4" = 1'-0"2B

ENLARGED EQUIPMENT PLAN -

RECEPTION

 1/4" = 1'-0"6E

ENLARGED EQUIPMENT PLAN -  EYE

CLINIC WAITING

 1/4" = 1'-0"5D

ENLARGED EQUIPMENT

PLAN -  MANAGER OFFICE

 1/4" = 1'-0"5E

ENLARGED EQUIPMENT

PLAN -  VIST

 1/4" = 1'-0"4D

ENLARGED EQUIPMENT PLAN -

STAFF OFFICE

 1/4" = 1'-0"4E

ENLARGED EQUIPMENT PLAN -

PROCEDURE ROM

 1/4" = 1'-0"4C

ENLARGED EQUIPMENT PLAN - EYE

EXAM WAITING

SCALE: 1/4" = 1'-0"

0 2' 4' 8'KEY PLAN

PROJECT AREA

LEVEL 1 F.F.E.: 398.00'

37,842 S.F.

PLAN
NORTH

ZONE 3

PROJECT TOTAL:

EQUIPMENT SCHEDULE

TOILET ACCESSORIES

MARK DESCRIPTION
JSN ACQ/INS
ASSIGNMENT

A-ARCHITECTURAL

A1035 LOCKER; TRIPLE TIER VV

A5020 BENCH; LOCKER ROOM; FLOOR MOUNTED VV

A5075 DISPENSER, SOAP DISPOSALBE VV

A5106 WASTE DISPOSAL UNIT; SHARPS W/ GLOVE DISPENSER VV

A5107 DISPENSER; GLOVE; SURGICAL/EXAMINATION; WALL MNTD VV

A5180 TRACK, SHOWER, SURFACE MOUNTED, WITH CURTAIN CC

E-MODULAR CASEWORK

E0210 WORKSURFACE; W/OVERHEAD CAB; WALL MTD; 48 W VV

E0214 WORKSURFACE; W/OVERHEAD CAB; WALL MTD; 60 W VV

E0954 CART; EMERGENCY; MOBILE; 36H X 36W X 28D VV

F-FURNITURE AND FURNISHINGS

F0120 BOOKCASE; EXECUTIVE; 3 SHELF; WOOD VV

F0205 CHAIR, SIDE WITH ARMS VV

F0220 CHAIR, CONFERENCE VV

F0225 CHAIR; DINING ROOM VV

F0280 CHAIR, SWIVEL, LOW BACK VV

F0305 CHAIR; WAITING ROOM; SINGLE VV

F0340 STOOL; SELF ADJUSTING VV

F0410 CABINET; FILING; HALF HEIGHT; 2 DRAWER VV

F0755 TABLE, CONFERENCE, WOOD VV

F0795 TABLE, DINING 36" DIA. VV

F2000 BASKET; WASTEPAPER; ROUND; METAL VV

F2017 WASTE RECEPTACLE; 24 GAL VV

F3010.1 BOARD; BULLETIN 36 WIDE VV

F3010.2 BOARD; BULLETIN 48 WIDE VV

F3025.2 BOARD; BULLETIN; WOOD FRAMED VV

F3200 CLOCK; BATTERY; 12 DIAMETER VV

M-MISCELLANEOUS

M1620 HOLDER, CHART, PATIENT, WALL OR DOOR MOUNTED CC

M1801 COMPUTER WITH FLAT PANEL MONITOR VV

M1840 PRINTER/COPIER/FAX COMBINATION VV

M3070 HAMPER; LINEN; MOBILE; W/LID VV

M3085 CABINET; INSTRUMENT CC

M3150 DISTRIBUTION SYSTEM; MEDICATION; AUTOMATIC VV

M4100 SPHYGMOMANOMETER; WALL MOUNTED VV

M5025 TABLE, INSTRUMENT, OPHTHALMIC, ADJUSTABLEA VV

M5027 TABLE, MULTIPLE INSTRUMENT, OPHTHALMIC VV

M5030 STOOL, SURGEON, REVOLVING VV

M5500 AUTOREFRACTOR, OPHTHALMIC VV

M5520 LENSOMETER VV

M5530 LAMP, SLIT, W/APPLANATION TONOMETER VV

M5531 LAMP, SLIT, PHOTOGRAPHIC W/TONOMETER VV

M5545 OPHTHALMOMETER/KERATOMETER VV

M5575 TONOMETER, NONCONTACT VV

M7401 LIGHT; EXAM; MOBILE; SPOTLIGHT; MOBILE STAND VV

M7860 MONITORING SYSTEM, CARDIAC CATH LAB VV

M9060 TABLE; MINOR SURGERY VV

MARK DESCRIPTION
JSN ACQ/INS
ASSIGNMENT

TA-TOILET ACCESSORY

HK-1 A5145 HOOK; GARMENT; DOUBLE; SS; SURFACE MOUNTED CC

MR-1 A1066 MIRROR, FLOAT GLASS, WITH SS FRAME CC

PTD-1 A5080 DISPENSER; PAPER TOWEL; SS; SURFACE MOUNTED CC

SD-1 A5075 DISPENSER; SOAP; DISPOSABLE VV

GENERAL NOTES
1 GRAPHICLY REPRESENTED EQUIPMENT IS FOR REFERENCE ONLY AND MAY NOT

DEPECT THE EXACT VA OR CONTRACTOR MODEL TYPE SELECTED

2 REFERENCE SHEET GI003 FOR THE 'EQUIPMENT MOUNTING LEGEND'. EQUIPMENT
MOUNTING LEGEND INDICATES HEIGHTS FROM FLOOR AND OFFSETS FROM WALLS
OF EQUIPMENT AND TOILET ACCESSORIES TO BE INSTALLED UNO.

3 REFERENCE INTERIORS FOR FINISH SCHEDULES FOR WALLS, WALL PROTECTION,
FLOOR FINISHES, COUNTERTOPS AND CASEWORK.

4 REFERENCE SHEET AE512 FOR TYPICAL CABINET SECTIONS AND DETAILS

5 ALL COUNTERTOPS TO BE 25" DEEP UNO.

6 PROVIDE FINISH PANEL(ING) ON ALL EXPOSED SIDES AND BACKS OF BASE AND
WALL CABINETS, UNO.

7 ALL DRAWERS AND CABINETS PATIENTS HAVE ACCESS TO NEED TO BE LOCKABLE
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